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Quadro de Cargas (QDLF3)

Circuito
Descri«o Esquema

M®todo Tens«o Ilumina«o (W) Tomadas (W) Pot. total. Pot. total. Fases Pot. - R Pot. - S Pot. - T FCT FCA In' Ip Se«o
Ic Disj dV parc

dV total

de inst.
(V)

23 32 40 100 600
(VA) (W) (W) (W) (W) (A) (A) (mm2) (A) (A) (%) (%)

1
Ilumina«o 1

F+N B1 220 V 40 1580 1280 S 1280 1.00 0.50 14.4 7.2 2.5 24.0 10 0.88 2.45

a 8 316 256 S 256 1.00 0.50 2.9 2.5 24.0

b 8 316 256 S 256 1.00 0.50 2.9 2.5 24.0

c 6 237 192 S 192 1.00 0.50 2.2 2.5 24.0

d 6 237 192 S 192 1.00 0.50 2.2 2.5 24.0

e 6 237 192 S 192 1.00 0.50 2.2 2.5 24.0

f 6 237 192 S 192 1.00 0.50 2.2 2.5 24.0

2
Ilumina«o 2

F+N B1 220 V 4 32 1356 1116 R 1116 1.00 0.50 12.3 6.2 2.5 24.0 10 0.65 2.22

a 4 158 128 R 128 1.00 0.50 1.4 2.5 24.0

b 4 158 128 R 128 1.00 0.50 1.4 2.5 24.0

c 4 158 128 R 128 1.00 0.50 1.4 2.5 24.0

d 4 158 128 R 128 1.00 0.50 1.4 2.5 24.0

e 4 158 128 R 128 1.00 0.50 1.4 2.5 24.0

f 6 237 192 R 192 1.00 0.50 2.2 2.5 24.0

g 4 158 128 R 128 1.00 0.50 1.4 2.5 24.0

h 1 23 23 R 23 1.00 0.50 0.2 2.5 24.0

i 1 23 23 R 23 1.00 0.50 0.2 2.5 24.0

j 2 79 64 R 64 1.00 0.50 0.7 2.5 24.0

k 1 23 23 R 23 1.00 0.50 0.2 2.5 24.0

l 1 23 23 R 23 1.00 0.50 0.2 2.5 24.0

3
Ilumina«o 3

F+N B1 220 V 41 1642 1312 R 1312 1.00 0.50 14.9 7.5 2.5 24.0 10 0.73 2.31

a 4 158 128 R 128 1.00 0.50 1.4 2.5 24.0

b 4 158 128 R 128 1.00 0.50 1.4 2.5 24.0

c 6 237 192 R 192 1.00 0.50 2.2 2.5 24.0

d 4 158 128 R 128 1.00 0.50 1.4 2.5 24.0

e 4 158 128 R 128 1.00 0.50 1.4 2.5 24.0

f 4 158 128 R 128 1.00 0.50 1.4 2.5 24.0

g
6 237 192 R 192 1.00 0.50 2.2 2.5 24.0

h 6 237 192 R 192 1.00 0.50 2.2 2.5 24.0

i 2 94 64 R 64 1.00 0.50 0.9 2.5 24.0

4
Ilumina«o 4

F+N+T B1 220 V 5 18 2 906 771 R 771 1.00 0.50 8.2 4.1 2.5 24.0 10 0.60 2.17

a 1 23 23 R 23 1.00 0.50 0.2 2.5 24.0

b 1 23 23 R 23 1.00 0.50 0.2 2.5 24.0

c 1 23 23 R 23 1.00 0.50 0.2 2.5 24.0

d 1 23 23 R 23 1.00 0.50 0.2 2.5 24.0

e 1 23 23 R 23 1.00 0.50 0.2 2.5 24.0

f 6 237 192 R 192 1.00 0.50 2.2 2.5 24.0

g
6 237 192 R 192 1.00 0.50 2.2 2.5 24.0

h 6 237 192 R 192 1.00 0.50 2.2 2.5 24.0

i 1 40 40 R 40 1.00 0.50 0.4 2.5 24.0

j 1 40 40 R 40 1.00 0.50 0.4 2.5 24.0

5
Tug's 1 F+N+T B1 220 V 16 1778 1600 S 1600 1.00 0.50 16.2 8.1 2.5 24.0 10 1.10 2.68

6
Tug's 2 F+N+T B1 220 V 17 1889 1700 T 1700 1.00 0.50 17.2 8.6 2.5 24.0 10 0.71 2.28

7 Tug's 3 F+N+T B1 220 V 13 1 2111 1900 S 1900 1.00 0.50 19.2 9.6 2.5 24.0 10 1.03 2.60

8
Tug's 4 F+N+T B1 220 V 17 1889 1700 T 1700 1.00 0.50 17.2 8.6 2.5 24.0 10 0.93 2.51

9
Tug's 5 F+N+T B1 220 V 15 1667 1500 T 1500 1.00 0.50 15.2 7.6 2.5 24.0 10 0.66 2.23

10 Reserva 3F+N+T B1 380/220 V 0 0 R+S+T 1.00 1.00 0.0 0.0 2.5 21.0 10 0.00 0.00

11 Reserva 3F+N+T B1 380/220 V 0 0 R+S+T 1.00 1.00 0.0 0.0 2.5 21.0 10 0.00 0.00

12 Reserva F+N+T B1 220 V 0 0 R 1.00 1.00 0.0 0.0 2.5 24.0 10 0.00 0.00

13 Reserva F+N+T B1 220 V 0 0 R 1.00 1.00 0.0 0.0 2.5 24.0 10 0.00 0.00

TOTAL 9 131 2 78 1 14818 12879 R+S+T 3199 4780 4900
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Ilumina«o 1
1  1280 W

10 A

2.5

Tug's 4
8   1700 W
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Ilumina«o 2
2  1116 W
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Tug's 5
9   1500 W

10 A

2.5

Ilumina«o 3
3  1312 W

10 A

2.5

Reserva10      0 W

10 A

2.5

Ilumina«o 4
4   771 W

10 A

2.5

Reserva11      0 W

10 A

2.5

Tug's 1 5  1600 W

10 A

2.5

Reserva12      0 W

10 A

2.5

Tug's 2 6  1700 W

10 A

2.5

Reserva13      0 W

10 A

2.5

Tug's 3 7  1900 W

10 A

2.5

Pot°ncia instalada (W)

R   3199

S   4780

T   4900

Total  12879
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